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MontgomeryCounty Department of Permitting Services

Stormwater Management Structure

Shop Drawing Review Checklist

PROJECT NAME: ~larksbu~~ TOW Center Sediment Control Permit #: 205466

S ~ M Structure: Water quality W{[4 S W M file #: 1-g5042

This checklist is to be completed by the civil engineering $ubmiting shop drawings for acceptance
by MCQPS. The precaster is to send the shop drawings with structural computations to the civil engineer
afterplan approval, but prior to construction. The civil engineer should review the shop drawings per this
checkhst and submit two copies of the required information to Station 8 of MCDPS. This checktist must be
accepted by MCDPS prior to Fabrication of the structure.

men certifying the correctness of shop drawings for acceptance by MCDPS the following (at a
minimum ) must be verified,

[x]

(XJ
[X

[ti/A

[Y/A

[1

Interior dimensions a<. per the approval plan.
Wall and slab thickness as per the approved plan.
Correct size, number, and placement of openings, orifices, and manho!es as per the approved plan
and any precast anchor po;nts necessary for installation of the structure.
Structural design certification and P.E. seal by preparer of shop drawing ~1 hereby certiti that the --’ :----
structural design of this structure is in accordance W“ithapplicable codes and that tiIs structure ha:
been d“esigned fofthe. speeified loadings as indicated on the plan.”)
The following notes are to appear on the shop drawing:
o Structure must be watertight.
0 Annular space between pipe and. hole to he filled with an approved non-shrink gro,ut or concrete

(as specified).
o Butyl rubber to be used in all joints. Alljointsbe to groutedhth non-shrink grout, inside and Out.
Structural computations ~ealed by preparer of shop drawings.
Anti%otation restraints at construction joints (where appkcable).
Flotation computations (if any dimensions are changed from the approved-plan).
Steps (if required).
Reference on shop drawings the fabrication to be in conformance with the latest edition and
addenda of the MSHA Standards and Specifications for Constriction and Materials.
Other

SUBMl~ED BY: Rrm: Charles P. Johnson & Associates, Inc.

Address:1751 Elton Road, Suite 300.Silver Spring, ~ 20903

Phone # 301-434-7000 Fax#: 30i-434-9394

project eng;neer: Jeff Strulic

Prepared by: Jeff Strulic Data 2/9/05 “’”

CHECKLIST AcCEPTED BY MCDPS:
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The precast Stormceptor section should be
handled with care to avoid any damage to
the bellor spigot end.

Clean alldirtand debris from the spigot
ahd bellsurfaces.

Place the profilegasket on the step Of the

cleanedspigct.The finof the gasket.should
painttawardsthe shaulderof the spigot,
(See figure 1)

Afterthe gasket,.is seoied on the spigot,the

gaskei willneed to be equalized, Inserta
smooth round rod between the gasket and

the spigot. Run the rod araund the entire
circumference,of the joint $eYeroJ i;mes to

equalizethe gasket. Take care not to cut

or damage the gasket.

Apply jointI,ubflcaniio the inner surface of
the bellincludingthe leading edge, Lubricate
the spigot and gasket.

Alignthe St:rmceptor units and gently push
tha joint home. (See figure 2)

IF JOINTING PROBLEMS ,4RISE CONTACT THE
STORMCEPTOR REPRESENTATIVE IMMEDIATELY,
DO NoT TRY AND FORCE THE JOINT HOME
AS THIS MAY cAUSE DAMAGE TO” “THE ~ OINT.
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Hydro Conduit
Storm ceptor~

1751 Mcnoaq B0ulav3ti FRderlck. Md. 2170.1
Telephona: 301.SS$7372 h~imje: 301-6%-5251

This Is to cefi~ that the Storrnceptor k manufactured in accordance with
ASTM G478, and is capable of withsbhding ~S~TO ~S-20 loading at
time OFdelive~.

,., . .

Vsy Truly yOUE,

Steve Hoesing /
Regional Manager /

., Subscribed in my presence

this 1st day of June Year 2002

., ‘My commissionexpiresMaY 01,20W6
.,, .,.. .,..: ., .$...
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Charles P. Johnson& Associates, Inc.
ENG~E~ ~DSCAPE ~CHITECTS S~VEYOW

175I ELTON ROD SUITE 300 SZVER SP~G> M~YWD 20903

mL301434.7ooo F=: 301-434-9394 E-~L ss@cpja.com

To: MCDPS Date: 2/9/2005 Job: 29-100

2nd Floor
255 Roc~lle Pike Project: Clarksbmg Town Center

Rockville , MO 20850 Phase 2D ‘

Attn:’ Rchard Gee SCP #205466

via: ❑ By Had Q Messenger ❑ Pickup ❑ RegularMail ❑ UPS Ground ❑ UPS Ovemi@t

Find Enclosed: ❑ Prints ❑ Disc ❑ Other

Remarks: Richard, Submittedfor you approval the shop drawings for water quality m&ole #4,

. . . . . . ..
Received By: ~-.

,\:.
By: Jeff Sttic”

cc: JimRickond, Newland
Mati Shea,Newland

KINDLY NOTIW us AT ONcE IF ENcL0SURE5 ARE NOT As NOTED. CharlesP. Joh”so. Associates, Inc.



Montgomew County Department of Permitting SeNiCeS

Stormwater, Management Structure
Shop Drawing Review Checkfist

PROJECT NAME: Clarksburg Tom Center Sediment Control Permjt # 205466

S ~ M structure: tiater quality MH{\4
S ~~ ~i[e# 1-95042

This checktist is to be completed by the civil engineering submitting shop drawings for acceptance
by MCDPS. The precaster is to send the shop drawings with structural computations to the civil engineer

aftefplan approval, but prior to construction. The civil engineer should review the shop drawings per this
check[st and submit MO copies of the required information to Station 8 of MCDPS. This checkfist must be
accepted by MCDPS prior to fabrication of the structure.

‘men cefifying the correctness of shop drawings for acceptance by MCDPS the following (at a

minimum) must be verified:

[x] lnteflor dimensions as per the approval plan.
[x] Wall and slab thickness as per the approved plan.

[x Correct size, number, and placement of openings, orifices, and manholes as per the approved plan
and any precast anchor points necessary for installation of the structure.

[~/A structural design Cetificafion and P.E. seal by preparer of shop drswiflg ~1 hereby cefi~ that the ___.._– -
structural design ofthis structure is in accordance with apphcable codes and that this structure ha<
been designed for the, specified loadings as indicated on the plan.”)

[~/A The f~llowing notes are to appear on the shop drawing
0 Structure must be watertight.
0 Annular space between pipe and hole to be filled with an approved non-shrink grout or concrete

(as specified).

o 6u@l rubber to be used in all joints. Alljoint:be to grouted with norr-shrinkgrout, inside and out.
[ ~/A structural computations sealed by preparer of shop drawings.
[ &/A Anfi-flOtafiOfl’ restraifits at construction joints (where apphcable).
[ ~tA’ FlOtafiOn cornputa~ous (if anY dirnensiOns are changed frOM the apprOVed Plan).

: [; Steps (if requi(ed).
, Reference on shop drawings the fabrication to be in conformance with the latest edition and

addenda of the MSHA Standards and Specifications for Construction and Materials.

[1 Other

SUBMl~ED BY: firm: Charles P. Johnson & Associate, Inc.

Address 1751 Eiton Road, Suite 300 Silver Spring, ~ 20903

Phone # 301-434-7000 Fax # 301-434-9394

Project engineec Jeff Strulic

Preparedby Jeff Strulic Date 2/9/05 “

CHECKLIST ACCEPTED BY MCDPS:

Name: Dat=
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